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Abstract 
 

Thermography plays an important role within the petrochemical, chemical, and power 
generation industries.  With the current global energy crisis, these energy-based 
industries must continue to meet high volume demands while reducing operational costs 
and preventing failures.  Such failures can lead to losses in production that may result in 
a domino effect all the way down to the consumer.  This paper will discuss several 
areas where thermography is used within the petrochemical and energy sectors such as 
electrical, rotating equipment, steam systems, flow lines, pressure vessels and 
furnaces, generator cores, and offshore oil and gas platforms. 
 
 

Introduction 
 

The petrochemical industry is indeed a fascinating and challenging industry in which to 
carry out any type of nondestructive testing and predictive maintenance inspections.  
Within a refinery complex there are a number of different plants that carry out a specific 
function and process; and within each plant there is a multitude of equipment from 
electrical to mechanical, to steam generation and steam powered, to hydraulic.  There is 
positive and negative pressurized equipment and a crazy amount of metals and alloys.  
The term used to simplify all of this is ñBalance of Plantò.  However, as all experienced 
inspectors know, the words ñbalance of plantò simply mean you must be prepared to 
meet the confusing and unexpected. 
 

When we think of petrochemical plants we think only of an oil refinery; however, the 
road to oil refining comes in multiple stages.  There are also separate chemical plants 
within a petrochemical refinery, and usually, where there is a region of petrochemical 
and hydrocarbon activity, there are also other forms of process or chemical plants such 
as ammonia, methanol, melamine, etc. 
 

This being said, it is only fitting to start from the ground upé 
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Offshore Gas and Oil Platforms 
 
Before any oil can be refined or any gas can be used to run power generation turbines, 
it must be retrieved from deep below the ground.  In the offshore environment this 
usually means drilling many wells and maintaining them via an offshore platform.  Once 
the wells have been drilled and the flow of gas and oil is harnessed and controlled, the 
offshore process is relatively simple in concept.  A platformôs main function is to retrieve 
the gas and oil from various wells, control the flow, separate the solid, liquids and 
gases, and distribute the needed products (oil or gas) - usually via undersea pipelines to 
the mainland. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Thermography on an offshore platform can be on standard equipment such as electrical 
switchgear and pumps.  However, one of the most damaging products on an offshore 
platform is sand.  Too much sand coming up from the wells can cause detrimental 
erosion problems within pipes, valves, and vessels. 
 
One way of monitoring sand is via ultrasonic sensors mounted at strategic locations on 
flow lines.  Unfortunately, like all technologies, these ultrasonic sensors do have their 
limitations.  An effective means of monitoring sand being carried through from the wells 
is by conducting a thermographic survey of the separator vessels.  
 
The main function of an offshore separator is to quickly separate sand, water, oil, and 
gas.  We know that out of these four materials, sand sinks in water while oil floats, and 
gas is light and cold and will remain on top.  Also, each of these materials has a very 
different thermal capacitance and conductivity making it possible to use thermography 
to locate the relative levels of solids and fluids.  
 
In the various thermal images below we can distinctively differentiate between the 
layers of sand, water, oil, and gas.  We can even see the sandôs flow pattern through 
the outlet nozzle, which can help to determine which downstream valves will be more 
affected by the erosive power of sand.  

  

Offshore platform off the East coast of Trinidad (day & night shot) 
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 Separatorôs outlet head showing no solids (sand) level because it 

exited through the outlet nozzle 

  

 

Separatorôs outlet section showing solids (sand) exiting the outlet piping 

 

 

Separatorôs inlet section showing solid (sand) and fluid (water, oil, & gas) levels 
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Performing thermographic surveys for separator sediment levels demands that the 
thermographer have a firm understanding of fluid dynamics, thermodynamics, and 
erosion mechanisms, along with a good understanding of heat transfer, emittance, and 
reflectance.  Only with this knowledge will an inspector be qualified to make accurate 
diagnoses which will lead to proper, cost-effective means of minimizing the problems or, 
hopefully, eliminating the problems.  Sometimes, it may be something as simple as 
packing gravel in the well to reduce the flow of sand. 
 
 

From Sea to Land 
 
If the wells and platforms have done their job and are producing, there are usually two 
main products that are sent to two different places.  The crude oil is generally piped via 
undersea pipelines to large holding tanks for further refining.  A common application of 
thermography at this stage is monitoring holding tank levels. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
The natural gas is sent on its journey through miles of pipelines to its main destination 
which is usually a power generation plant.  Some plants use fuel oil instead of natural 
gas to generate power by steam generation via boilers, but we will discus that later on.  
For now, we will let the crude oil settle in the storage tanks and focus on the much 
faster moving natural gas. 
 
In our simulation, natural gas will be used to generate electrical power by means of gas 
turbine generators, and it will also be used to produce hydrogen within a chemical plant.  
It should be noted that natural gas is usually scrubbed before being used for this 
application.  
 

 

Holding tank fluid levels 
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Power Generation Plants 
 
Pressure, heat, and natural gas are used to spin gas turbines, which in turn spin the 
generators, which in turn generate electrical power through electromagnetism.  Within 
the turbine section, heat leaks can be found at the gas seal areas of a turbine.  This 
inspection is carried out online. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
The generator section contains a stator and rotor.  Both can be inspected with 
thermography while the generator is offline and disassembled.  This type of survey is 
frequently done when the stator needs to be repacked.  Stator cores are made of iron 
bars which contain many small thin plates called laminations.  Both the stator and rotor 
can be inspected with thermography by wrapping several coils with insulated cables 
along the axis of the stator.  Then, a pre-calculated amount of current is applied through 
the coils in order to generate a suitable flux.  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

  

GE Frame 5 Gas Turbine ï Gas seal section showing heat leakage 

 

Generator stator core - coils wrapped around and ready for fluxing 
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The basis for this inspection is to locate potential shorts within the many laminations 
that make up the entire core.  Shorts in laminations can cause large temperature rises 
which will ultimately lead to a stator or rotor burn out. 
 
Below is a thermal image showing shorted laminations in a 60 Megawatt generator 
stator core. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Repairs can be as simple as separating the lamination plates with a knife or by using a 
pencil grinder to grind out the short. 
 
Once power is generated, it is then sent to the power stationôs transformers and then to 
the main substation for power distribution to various other chemical and petrochemical 
plants.  Below are some thermal images showing several problems that can be found 
within substations. 

 

Lamination shorts in generator stator core 
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13.8 kV bus bar bushings to generator breaker 

 

 

Transformer showing left and right primary 

side bushings with internal problems 

 

Transformer showing center primary side 

bushing with external connection problem 

 

132 kV substation lightning arrestor problem 

 

66 kV bus isolator connection problem 
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The Plantôs Incoming and Receiving Station 
 
Once the power reaches the chemical and petrochemical plants, it is usually stepped 
down via transformers and then distributed to various switchgear, motor control centers, 
and distribution panels.  This is the area where the average thermographer would 
perform their thermographic survey. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Low oil level results in no oil circulating through transformerôs 

radiator fins and windings overheating 

  

 

480V MCC breaker with damaged cable 
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Keeping Everything Flowing Smoothly 
 
Much of the power distribution within petrochemical and chemical plants goes towards 
driving motors, pumps, compressors, and fans.  This rotating equipment is vital to a 
plantôs operation and can be thought of as a plantôs heart whose job it is to pump, 
compress, pressurize, and cool down the various fluids that maintain the plantôs 
production. 
 
Thermographic inspection of rotating equipment is very common and is usually 
combined with other technologies such as vibration and motor current analysis. 
 
 

 

480V MCC contactor with connection problem 

 

 

UPS battery bank showing a terminal problem 
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Motors showing signs of misalignment problems 

 

 

Pump motor on left showing signs of overheating as 

compared to right pump motor 

 

Normal fan motor with adequate cooling 

air circulation 

Overheating fan motor due to insufficient 

cooling air circulation (dirty fan guard) 
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Why is it So Hot in Here? 
 
Apart from generating power, the natural gas retrieved from offshore platforms is used 
in many production processes within petrochemical and chemical plants.  Also, we must 
not forget about the crude oil in our storage tanks that needs to be refined. 
 
The pumps we spoke about above also provide refined fuel oil to fire up boilers in order 
to generate steam (some boilers use natural gas instead).  The steam is then used for 
many purposes such as power generation and to drive plant turbines which in turn drive 
pumps and compressors.  Either natural gas or refined fuel oil is used to fire and heat 
up process heaters. 
 
In order to maintain efficiency and safety, boilers and heaters are inspected with 
thermography to monitor insulation and refractory conditions and also to monitor tube 
temperatures. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Water tube boiler showing insulation damage on penthouse section 

 

 

Process heaters showing refractory damage 
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Another use for natural gas within a chemical plant is to produce hydrogen through a 
process called reforming.  Natural gas is sent into many catalyst-filled tubes within a 
reformer furnace and is mixed with the steam generated by the boilers.  The reformer 
furnace is heated via many burners that usually use natural gas as their fuel.  This heat 
creates a catalytic reaction that produces hydrogen from the natural gas and steam. 
 
Thermography on reformer furnaces is similar to boiler and heater inspections. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

  

Steam reformer furnace wall showing refractory damage 

 

Steam reformer tubes showing sagging 
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The crude oil retrieved from offshore and onshore wells is sent to the refinery and to the 
Fluid Catalytic Cracking Unit (FCCU).  
 
The FCCU is an important part of the oil refinery.  The FCCU breaks down long chains 
of hydrocarbons into shorter ones in a chemical process called cracking.  This allows 
refineries to make products such as gasoline and other high octane fuels.  
 
The FCCU uses a very hot catalyst to crack the hydrocarbons into shorter chains.  The 
mixture then travels from the FCCU to another distillation column so that the cracked 
hydrocarbons can be extracted.  
 
A continuous FCCU has a primary reactor, a distillation column for separating out the 
cracked hydrocarbons, and a regeneration unit for cleaning the catalyst and preparing it 
for reuse. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Earlier, we learned that boilers generate steam and that this steam is used throughout 
petrochemical and chemical plants.  Most of the time the steam needed must be dry 
and superheated.  The problem with steam is that as soon as it leaves the boiler it starts 
to cool down and condensate.  This condensate can cause many problems in piping 
and equipment and must be expelled from the steam lines.  Steam traps are used for 
this job.  A steam trapôs job is to keep the dry steam in the pipes and get rid of the 
harmful condensate.  Although there are many designs of steam traps, most achieve 
their purpose by opening and spurting or purging out the condensate at intermittent 
intervals.  
 
Steam is energy and energy is money, so apart from keeping equipment free of 
condensate, it is in a plantôs best interest to make sure their traps have not failed in the 
open position which will just waste the precious and expensive steam. 
 
Thermography in conjunction with ultrasound testing is frequently used to determine the 
working condition of steam traps. 

 

FCCU Regenerator Unit showing refractory problems 
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In order for steam, gas, oil, and other fluids (hot or cold) to be properly distributed 
throughout a chemical and petrochemical plant, each must be sent though many 
lengths of piping and be controlled or redirected through valves. 
 
Thermography can also be used to verify if valves are either in the open or closed 
position (passing or not).  This is a relatively simple inspection, however, the inspector 
should be aware that although you can tell if the valve is passing fluid or not, you 
usually cannot tell how far the valve is open. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

No steam in left steam trap.  Right steam 

trap failed in open position 
Good steam trap 

 

  

Open or passing valve Closed valve 
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Process piping can also become obstructed or form internal blockages and restrictions 
which are usually based on the type of fluid it carries and the temperature it maintains.  
 
Thermography is very useful in identifying internal line blockages and restrictions. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Why is it So Cold in Here? 
 
Chemical and petrochemical plants are not all about hot vessels and piping.  Some 
plants have cryogenic processes such as CO2, ammonia, and liquefied natural gas, so 
there will be cold pipes, pumps, vessels, and tanks. 
 
Thermography is used to inspect these types of cold equipment for insulation-related 
problems, which can lead to greater problems and also energy and efficiency losses. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 

Internal buildup may cause fluid  

flow restrictions 

 

Internal buildup may cause pipe 

blockages 

 

Icing of ammonia line at pump. 

Ambient air temperature is 35�qC (95�qF) 


